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1 E.C. TO REMOVE AND STORE EXISTING WIRELESS ACCESS POINT. WIRELESS ACCESS POINT TO
BE REINSTALLED IN SAME LOCATION.
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1 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.
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1 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

2 LED UNDERCABINET FIXTURE SHALL BE MOUNTED IN NURSE STATION CASEWORK. SEE
ARCHITECTURAL ELEVATIONS FOR MORE MOUNTING INFORMATION. PROVIDE SWITCH
MOUNTED IN CASEWORK.
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1 POWER GROUND MODULE. REFER TO DETAIL 4A/E5.06 FOR BACK BOX CONFIGURATION AND
MOUNTING HEIGHT.

2 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.

3 DEDICATED DUPLEX RECEPTACLE FOR LASER EQUIPMENT MOUNTED 42" A.F.F.

4 GROUND REFERENCE POINT. REFER TO DETAIL 2/E5.07.

5 ISOLATION PANEL WITH MONITOR. REFER TO DRAWING E5.08.

6 MCT12B DIGITAL TIME CLOCK AND ELAPSED TIMER. DISPLAY REMOTELY CONTROLLED BY
MCTCT WITH 2-GANG BACKBOX AND BATTERY PACK. CONTRACTOR TO RELOCATE AND RE-USE
EXISTING DIGITAL CLOCKS.

7 PROVIDE SURFACE MOUNTED DUAL CHANNEL METALLIC RACEWAY, MOUNTED 42" AFF.
ALTERNATE DEVICE WIRING TO THE INDICATED CIRCUITS.

8 POWER GROUND MODULE FOR SKYTRON TOUCHSCREEN CONTROL. REFER TO DETAIL 4B/E5.06
FOR BACK BOX CONFIGURATION AND MOUNTING HEIGHT.

9 PROVIDE POWER CONNECTION MOUNTED 5' A.F.F. FOR FLAT SCREEN MONITOR.
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SHEET KEYNOTES
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1 SEE DETAIL 1/E5.01 FOR FURTHER INFORMATION ON HEAD WALL UNIT A.

2 PROVIDE (2) 1" C. WITHIN CASEWORK EQUIPMENT WIRING SPACE FOR NORMAL AND CRITICAL
CIRCUITING. ALTERNATE DEVICE WIRING TO THE INDICATED DEVICES.  SEE ARCHITECTURAL
DETAILS FOR FURTHER INFORMATION.

3 PROVIDE AND INSTALL (N) PULLBOX PB4 ABOVE NEAREST ACCESSIBLE CEILING. SEE DRAWING
P4-EP1.02 FOR CONTINUATION.
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4 PROVIDE SURFACE MOUNTED DUAL CHANNEL METALLIC RACEWAY, MOUNTED 42" AFF. ALTERNATE
DEVICE WIRING TO THE INDICATED CIRCUITS.
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1 WIRELESS ACCESS POINT TO BE REINSTALLED IN SAME LOCATION.

2 PROVIDE 3" CONDUIT WITH BUSHED ENDS AND PULLSTRING ABOVE ACCESSIBLE CEILING. FIRE
SEAL OPENING AS REQUIRED.

3

4

5 PROVIDE (1) STENTOFON OR EQUAL OPERATING ROOM INTERCOM STATION WITH ALUMINUM
FRONT PLATE AND DISPLAY SCREEN FOR INTERCOMMUNICATION BETWEEN OR'S. REFER TO
DRAWING 1/E5.07.

6 TELE/DATA DEVICES TO BE MOUNTED 42" A.F.F.

7 PROVIDE POWER CONNECTION MOUNTED 5' A.F.F. FOR FLAT SCREEN MONITOR.

8 MCT12B DIGITAL TIME CLOCK AND ELAPSED TIMER. DISPLAY REMOTELY CONTROLLED BY
MCTCT WITH 2-GANG BACKBOX AND BATTERY PACK.  PROVIDE DATA CONNECTION TO NEAREST
TELECOMM CLOSET/IT RACK.

DATA DROPS FOR SKYTRON INTEGRATION CABINET. REFER TO DRAWING E5.10 FOR MORE
FURTHER INFORMATION.

DATA DROP FOR SKYTRON TOUCHSCREEN CONTROL. REFER TO DRAWING E5.10 FOR MORE
FURTHER INFORMATION.
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9 PROVIDE (3) 4" CONDUITS STUBBED THROUGH WALL ABOVE DOOR WITH BUSHED ENDS AND
PULLSTRING ABOVE ACCESSIBLE CEILING. FIRE SEAL OPENING AS REQUIRED.
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GENERAL NOTES

1 WIRELESS ACCESS POINT TO BE REINSTALLED IN SAME LOCATION.

2 PROVIDE 1" C. WITHIN CASEWORK EQUIPMENT WIRING SPACE FOR TELE/DATA WIRING.  SEE
ARCHITECTURAL DETAILS FOR FURTHER INFORMATION.

3 PROVIDE (1) STENTOFON OR EQUAL OPERATING ROOM INTERCOM STATION WITH ALUMINUM
FRONT PLATE AND DISPLAY SCREEN FOR INTERCOMMUNICATION BETWEEN OR'S. REFER TO
DRAWING 1/E5.07.
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4 PROVIDE SURFACE MOUNTED DUAL CHANNEL METALLIC RACEWAY, MOUNTED 42" AFF.

5 EMERGENCY ALARM FOR RECOVERY ROOM.
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PHASE 4A - 3RD FLOOR LIGHTING DEMOLITION PLAN  - AREA A

GENERAL NOTES
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 1/4" = 1'-0"2
PHASE 4 - 3RD FLOOR LIGHTING DEMOLITION PLAN 2 - AREA B
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ALTERNATE NOTE


